Overview and future challenges of nearly Zero Energy Buildings (nZEB) design in Southern Europe

Article in Energy and Buildings - September 2017
DOI: 10.1016/j.enbuild.2017.09.043

CITATIONS
2

READS
304

16 authors, including:

Shady Attia
University of Liège
56 PUBLICATIONS 760 CITATIONS

Polyvios C. Eleftheriou
Cyprus University of Technology
51 PUBLICATIONS 248 CITATIONS

Flouris Xeni
Cyprus University of Technology
4 PUBLICATIONS 8 CITATIONS

Christophe Ménézo
Université Savoie Mont Blanc / Polytech’Ann...
143 PUBLICATIONS 999 CITATIONS

Some of the authors of this publication are also working on these related projects:

More-Connect View project

Heat exchangers View project

All content following this page was uploaded by Shady Attia on 27 September 2017.
The user has requested enhancement of the downloaded file.
Overview and future challenges of nearly zero energy buildings (nZEB) design in Southern Europe

Shady Attia, Polyvios Eleftheriou, Flouris Xeni, Rodolphe Morlot, Christophe Ménézo, Vasilis Kostopoulos, Maria Betsi, Iakovos Kalaitzoglou, Lorenzo Pagliano, Maurizio Cellura, Manuela Almeida, Marco Ferreira, Tudor Baracu, Viorel Badescu, Ruxandra Crutescu, Juan Maria Hidalgo-Betanzos

In times of great transition of the European construction sector to energy efficient and nearly zero energy buildings (nZEB), a market observation containing qualitative and quantitative indications should help to fill out some of the current gaps concerning the EU 2020 carbon targets. Next to the economic challenges, there are equally important factors that hinder renovating the existing residential building stock and adding newly constructed high performance buildings. Under these circumstances this paper summarises the findings of a cross-comparative study of the societal and technical barriers of nZEB implementation in 7 Southern European countries. The study analyses the present situation and provides an overview on future prospects for nZEB in Southern Europe. The result presents an overview of challenges and provides recommendations based on available empirical evidence to further lower those barriers in the European construction sector. The paper finds that the most Southern European countries are poorly prepared for nZEB implementation and especially to the challenge/opportunity of retrofitting existing buildings. Creating a common approach to further develop nZEB targets, concepts and definitions in synergy with the climatic, societal and technical state of progress in Southern Europe is essential. The paper provides recommendations for actions to shift the identified gaps into opportunities for future development of climate adaptive high performance buildings.

© 2017 Elsevier B.V. All rights reserved.

1. Introduction

The Climate-Energy Framework 2020 sets three key targets to cut 20% in greenhouse gas emissions (compared to 1990 levels), increase the EU renewables share by 20% and improve energy efficiency by 20% [1]. The main instrument to achieve those targets in the build-
Nomenclature

AEC Architectural, engineering and construction
AC Air conditioning
ACH Air change per hour
BEPOS Bâtiment à énergie positive
BPS Building performance simulation;
CEN European committee for standardization
DBT Dry bulb temperature
DHW Domestic hot water
EE Energy efficiency
EPBD Energy performance building directive
EPC Energy performance certificate
EUI Energy use intensity
EU European Union
FIT Feed-in tariff
HRV Heat recovery ventilation
HVAC Heating, ventilation and air conditioning
IEA International Energy Agency
IEE Intelligent Energy Europe
LCA Life cycle assessment
MS Member states
MVHR Mechanical ventilation with heat recovery
nZEB Nearly zero energy buildings
NZEB Net zero energy buildings
OT Operative temperature
PE Primary energy
PEF Primary energy factor
pH Passive house
PMV Predicted mean vote
PPD Predicted percentage dissatisfied
PV Photovoltaic
RES Renewable energy systems
SCOP Seasonal coefficient of performance
SEER Seasonal energy efficiency ratio
SFP Specific fan power
SHW Solar hot water
SME Small and middle enterprise
VRF Variable refrigerant flow
WWR Window to wall ratio

by setting up the nZEB definitions on the national level. However, there are significant differences in the progress and implementation of nZEB across the 28 MS. From one side, Northern MS managed to develop or adapt concepts, definitions and construction technologies of nZEB that are effective and correspond to their heating dominated climates. The PassiveHouse (pH) standard is an example for that. On the other side, Southern MB are still trying to find the most adequate solutions taking into account the local climate and local cultural, social, technical and economic context.

Therefore, the objective of this paper is to provide an overview on the technical and societal challenges of applying nZEB in Southern Europe. The overall aim is to provide a better understanding of nZEB and their market uptake barriers. The cost challenge is excluded from this study because it is discussed in other studies [3]. The study focus is mainly on countries falling between latitude 35° N and 45° N and includes a literature review of more than 95 publications on nZEB implementation in Southern Europe. For this study, we have selected 7 countries, namely Cyprus, France, Greece, Italy, Portugal, Romania and Spain, for which we could have access to representative information and insights. We find the selected countries as significant regarding their population size and buildings stock proportions that represent more than 33% of the European residential buildings stock (see Fig. 1). The originality of the paper is twofold. The paper provides a broad overview on the challenges of nZEB bringing insights from 7 Southern member states, which was not done before. Also, the paper identifies possible synergies between similar climate regions, which can bring a consensus for best practices in Southern European countries regarding deep renovation, to bridge the energy gap and increase the nZEB uptake.

The methodology used consists of reviewing the state of the art in the 7 member states. The first part of the methodology is based on a literature and case studies review. The second part is based on a questionnaire. By proposing five key questions to 14 national experts from Cyprus, France, Greece, Italy, Portugal, Romania and Spain we developed the paper content with a focus on new and existing residential buildings. The five questions are listed below:

1. What is the minimum energy efficiency threshold for nZEB in your country?
2. What is the heating/cooling energy needs balance for nZEB in your country?
3. What is the thermal comfort limit for nZEB in your country?
4. What is the minimum renewables threshold for nZEB in your country? What are the recommendations for minimum EE and RET in your country? (EE energy efficiency, RET Renewable Energy Threshold onsite).
5. What is the construction quality for nZEB in your country?

A post processing phase followed the questionnaire results analysis. The analysis is based on facts tracing to allow the assessment of the existing possibilities and the status of the nZEB legislation and policies as they were applied in these countries in last few years. By this analysis we do not pretend to predict the future, but we can identify the features of the current nZEB situation and assess its development trends. Therefore, we have adopted the method of analysis looking at the social/political and technical backgrounds behind nZEB in Southern Europe. Finally, the analysis provides guidance on the challenges and constraints in each MS and provides an overall list of recommendations and conclusion for nZEB in Southern Europe. This paper is organized into four sections. The first section introduces the research and identifies the research problem, objective and significance. The second section provides an overview of the main challenges of nZEBs in Southern Europe from a technical and societal point of view. The third section summaries different approaches and barriers to implement nZEB in Southern Europe. The final section discusses and concludes the study outcomes, implications and limitation while providing useful recommendations.

2. Nearly zero energy buildings in Southern Europe

The zero energy buildings and zero carbon buildings goals seeking maximum efficiency derive from the notion of neutralizing the resource consumption and define this as zero energy consumption. The design process involves an integrative approach looking to:

1. reduce energy needs for heating and cooling by optimising the envelope and integrating passive heating and cooling techniques;
2. improve energy efficiency of active systems
3. and incorporate renewable energy.

Various potential definitions of Net Zero Energy Buildings (NZEB) were first discussed and proposed on an international level in 2008 [4]. Many of those definitions require a zero energy balance between energy used and generated (or imported from the grid and exported to the grid) over a certain time interval (e.g. a year or a month). Energy might be considered at the site (“delivered
energy”, in EN and ISO nomenclature) or at source (“primary energy, in EN and ISO nomenclature). The International Energy Agency (IEA) compiled and discussed the earliest definitions within Task 40: Towards Net Zero Energy Buildings comprising almost 20 countries. USA was discussing the definitions within the Energy Independence and Security Act of 2007 and the European Union was discussing the definitions within the recast of the EPBD adopted in May 2010 [5–7].

The recast of the EPBD introduced the notion of ‘nearly zero energy’ buildings (nZEB) [7]. According to Article 2(2) of the EPBD an nZEB “...means a building that has a very high energy performance, as determined in accordance with Annex I. The nearly zero or very low amount of energy required should be embodied to a very significant extent by energy from renewable sources, including energy from renewable sources produced on-site or nearby’ Annex I states: “The energy performance of a building shall be determined on the basis of the calculated or actual annual energy that is consumed in order to meet the different needs associated with its typical use and shall reflect the heating energy needs and cooling energy needs (energy needed to avoid overheating) to maintain the envisaged temperature conditions of the building, and domestic hot water needs”.

Hence the EU Directive introduces the requirement of acting first on the envelope of the building via the requirement that the building should have very low “energy needs”.

All European Union (EU) MS had to engage in a more widespread deployment of such buildings by 2020. In addition, the MS are required to draw up national plans for increasing the number of nZEBs. These national plans can include differentiated targets according to the category of buildings. Recently, consultation and procedures have been held in the energy administrations of the national regions to respond to the European requirements. This makes the EU a leader in terms of introducing regulatory changes to adapt buildings to nZEB and NZEB. For this paper, we are looking to distill the most important lessons learned from the Southern European Countries experience. Up till now, there is no Cross-European understanding and agreement on the national implementation of the overarching definition given by EPBD.

The status of Southern European countries, shown in Table 1 in particular, reflects a serious problem of definition adoption and consequently market uptake. Despite the requirement of Annex I of EPBD that “the methodology for calculating the energy performance of buildings should take into account European standards” [8]; the nZEB definitions are subject to different market interpretations. This is in part due to the not sufficiently precise definition of “energy performance of a building” in Annex I of the EPBD: “The energy performance of a building shall be expressed in a transparent manner and shall include an energy performance indicator and a numeric indicator of primary energy use, . . .”. This EPBD sentence requires the presence of two indicators but it is not completely precise in naming them. The Report “Towards NZEB” [1] prepared under a tender of the EU Commission and a report by ecее [9] recommended that 1) the first performance indicator should be explicitly specified as “energy needs for heating and cooling” in order to adhere to the logical choice of first reducing energy demand in order to avoid wasting valuable energy be it fossil or renewable, 2) the term “primary” energy should be specified (total or only the non renewable part, and as for the concept of (nearly) zero primary energy the annex should specify or give guidance on the issue of its calculation period (annual, monthly...).

The following sections discuss the main challenges and their implications for setting a sustainable and practical nZEB definition and propose principles to be considered when setting up a practical definition.

2.1. Minimum threshold energy efficiency

For achieving high efficiency in buildings, an ambitious energy and carbon emissions reduction must be required for nZEB using commonly agreed and well specified indicators [2]. This would not limit the possibility to adapt the targets/thresholds level of those indicators to local conditions. On the other side, it would allow to have a common language across Europe which is essential for construction industry to develop solutions in a stable and coherent framework. This is essential since in 2020, all new buildings will have to demonstrate high energy performance and their reduced or ultra-low energy needs will be significantly covered by renewable energy sources (see Fig. 2). Clear definitions of the energy levels and their calculation/measurement steps are presented in the European Standards, revised a few years ago in view of the EPBD application. As defined in EN15603:2008, evaluation of energy efficiency of new building and retrofits require the calculation of energy needs for heating, cooling and hot water and energy use for lighting and ventilation. The same calculation procedure, starting from energy needs and uses and ending with primary energy, is detailed step by step in the EU official “Guidelines establishing a methodology framework for calculating cost-optimal levels of minimum energy performance requirements. For calculation of primary energy with primary energy factors, EN15603 presents explicit formulas, with degrees of flexibility for MS. For example, in Italy a nZEB definition coherent with the objective of first reducing the energy needs has been adopted where the non-renewable primary energy accounting should be done month by month, and excess energy e.g. sold
Table 1
nZEBs legislation current status in Southern Europe’s Member states [42,96].

<table>
<thead>
<tr>
<th>Country</th>
<th>Status</th>
</tr>
</thead>
<tbody>
<tr>
<td>BULGARIA</td>
<td>Still to be approved. No information is yet available.</td>
</tr>
<tr>
<td>CYPRUS</td>
<td>National Plan is in place. Numerical indicators have been set for nZEB for both residential and non-residential buildings. A minimum threshold for heating is set at 15 kWh/m².a for residential buildings along with a PE of 100 kWh/m².a. No cooling threshold has been set. A PE of 125 kWh/m².a has been set for non-residential buildings, but no minimum thresholds exist for either heating or cooling.</td>
</tr>
<tr>
<td>FRANCE</td>
<td>National Plan “Energy transition for green economic growth” is in place. The minimum threshold for cooling and heating is set at 50 kWh/m².a. The PE ranges from 70 to 110 kWh/m².a. New labels regarding Positive energy building and low carbon (E+/C−) are currently set up and foreshadow the new regulation planned for 2018.</td>
</tr>
<tr>
<td>GREECE</td>
<td>No report is yet available, thus no final information is available.</td>
</tr>
<tr>
<td>HUNGARY</td>
<td>Still to be approved. No information is yet available.</td>
</tr>
<tr>
<td>ITALY</td>
<td>A national plan is available, prerequisite for NZEB is the achievement of energy performance higher than a reference building fixed by regulations, while several more requirements are required to be fulfilled, regarding thermal renewable generation from renewable sources (&gt;=50% of energy use for domestic hot water, &gt;=50% of energy use for domestic hot water, heating and cooling), thermal systems efficiencies, overall average U coefficient, glazed area/floor area ratio, energy needs for heating and cooling (lower than the reference building).</td>
</tr>
<tr>
<td>MALTA</td>
<td>National Plan is under development. Annual PEC should not exceed 40 kWh/m².a. for dwellings and kWh/m².a. for others buildings</td>
</tr>
<tr>
<td>PORTUGAL</td>
<td>National Plan is in place. However, numerical indicators are not exactly stated and they depends on several variables including technical viability, climate, type of construction, traditions, etc.</td>
</tr>
<tr>
<td>ROMANIA</td>
<td>National Plan is under development. Numerical indicators are not exactly stated and they depends on several variables including technical viability, climate, type of construction, etc.</td>
</tr>
<tr>
<td>SLOVENIA</td>
<td>Still to be approved. A National plan should consider nZEBs as the ones with an annual PE ranging from 45 to 50 kWh/m².a.</td>
</tr>
<tr>
<td>SPAIN</td>
<td>Still to be approved. A draft of nZEB indicators for Spain was published in December 2016, without specifying their limits. The proposed indicators aim to define: maximum net PE use, maximum total PE use, minimum renewable contribution for the DHW generation, maximum building global thermal transmittance, solar control considering the solar gains of July, maximum transmittances in housing enclosures, verification of moisture risk of the envelope, and minimum EE values for the HVAC systems and lighting.</td>
</tr>
</tbody>
</table>

Fig. 2. Representations of energy levels according to EN standards, limited to the case of heating for sake of clarity [9].

to the grid in summer, cannot be used to compensate for excess demand in winter.

Given the unsatisfactory situation described above, a number of ambiguities and discrepancies have materialised in the national implementation phase of the nZEB concept. ‘Zero energy’ is often interpreted as ‘net zero energy’: i.e. balance between the consumed and produced energy on site although this concept is not present in EPBD. Also, due to the lack of policy definition for ultra-low energy
buildings, initially different definitions were introduced by business networks and mixed business/policy networks in the recent years [10].

There are significant differences in the definition of the minimum building energy efficiency threshold performance among the Southern European Member states. The disparity is mainly due to the climatic, social, technological and economic variation between the countries, and this is partly justified. But more importantly the terminology and the definitions are not the same so comparisons are difficult or impossible. Already several European countries opt to comply with the pH Standard to guarantee that energy needs for heating and cooling are both below 15 kWh/(m²·year). However, the pH Standard is sometimes perceived as a high-tech building design in construction approaches and hence not feasible across all of Europe. Therefore, the challenge to implement and comply with nZEB performance requirements is high. The challenge is not only for new construction but also for renovation. A more precise definition of the indicators such as the one proposed in [11,9] would help in the future to move towards a stronger framework for the actors of the construction industry without restricting the flexibility allowed to MS.

2.2. Heating-cooling balance

The characterisation of the balance of heating and cooling energy needs is important for high performance buildings to limit unnecessary space conditioning systems and distribution. For example, in heating dominated climates designers seek to eliminate active cooling by using passive cooling design measures. This can lead to significant costs cuts due to the use of a single active mechanical system. The reason for that is to reduce cost and provide simple control and maintenance. In Northern Europe, it is possible to achieve relatively easily summer comfort conditions and hence concentrate the largest part of the design effort to reducing the energy need for heating and to dealing with a single active conditioning system of which to optimize size and costs. However, in South Europe higher summer temperatures and solar radiation result for most building typologies and designs in an equilibrium of heating and cooling energy needs, the necessity to solve potential conflicts between winter and summer comfort objectives, a higher probability of having to install both heating and cooling systems (active or passive or hybrid) and to bear the associated costs. The study of Badescu [12] suggests that an active cooling and heating system should be used when pH buildings are implemented in the mixed mode and hot climates.

The implications of a symmetric or quasi symmetric balance of heating and cooling energy needs lead often to the choice of dual active systems with thermal and electric energy demand and can have a large impact on initial cost, operational cost peak loads and energy supply networks. Passive cooling systems such as earth buried pipes for cooling, ventilation air, evaporative cooling, night sky radiation are also available but need a careful design and adaptation to climate, air and outdoor conditions (pollution, noise, mosquitoes etc.), which requires highly skilled and savvy architects, engineers and builders. In warm climates, low energy needs thresholds for heating, e.g. 15 or 30 kWh/(m²·year), can be met more easily for heating than in cold ones [13,14]. This is due to milder weather and shorter extreme climatic cold waves. It is then possible to reduce heating needs even though various design parameters are not optimal (shapes, orientations, insulation, window sizes, performance of components, etc.). By reducing the envelop conductivity and infiltration and selecting optimal glazing and window openings, one can reduce heating energy demand significantly. In this context, aiming at ‘nearly zero energy heating’ targets to achieve the optimum savings is technically feasible. The use of heat recovery ventilation (HRV), also known as mechanical ventilation heat recovery (MVHR), can provide adequate space conditioning with minimum additional energy input and allows heat distribution directly through the air supply. In the case of Southern European climates, this could then make it possible to reach low heating energy demand values around 5 kWh/(m²·year). However, in Southern Europe limiting the energy need for cooling below 15 kWh/(m²·year) is not always possible due to high solar radiation, high outdoor ambient temperature and heat island effect in cities. Therefore, any definition for nZEB should be aware about the heating-cooling balance for every climatic zone in Southern Europe and require energy efficiency thresholds and recommend passive or efficient active systems solutions accordingly. In our review of challenges of nZEB, we will focus on how the heating-cooling balance principle is addressed in the current definitions.

2.3. Thermal comfort limits

Fig. 3 summarizes the evolution of comfort models in the last 50 years. The available models worldwide are mainly focused on office buildings, partly because of the limited number of surveys in the area of residential buildings, but the scope of these standards is then extended to “other buildings of similar type used mainly for human occupancy with mainly sedentary activities and dwelling” [15].

In 2007, the European Committee for Standardization (CEN) introduced the European standards EN 15251, which suggests the adoption of the Fanger’s PMV/PPD model for mechanically heated and/or cooled buildings and Humphreys and Nicol’s adaptive model for buildings without mechanical cooling systems. For nZEB short and long-term comfort indices should be calculated according to EN 15251, in addition to energy performance indexes. The connection between thermal performance and comfort is explicitly mentioned in EPBD [9]. On the other hand, various organisations have made their own proposals for comfort targets, e.g. French regulation requires that in air conditioned buildings the set point temperature in summer should not be set below 26 °C; CIBSE Guide A defines ‘ overheating’ as occurring when the operative temperature (OT) exceeds 28°C for more than 1% of the annual occupied hours in the living areas of (free running) dwellings or when the bedroom OT exceeds 26°C for more than 1% of the annual occupied hours (unless ceiling fans are available). The pH standard requires as a summer comfort criterion that “the number of hours in excess of 25°C may not exceed 5% of the time working”. This criterion is verified by using a dynamic simulation”. However, comfort as defined by pH may be challenging to be achieved via the passive techniques traditionally adopted in good quality construction in Southern Countries and may not correspond to what are the expectations of building occupants based on the prevailing climate, clothing habits and culture [11,16–20]. A discussion about the issue of definition of comfort objectives took place e.g. within the European project Passive-on, which involved experts from both northern and southern countries with the objective of exploring adaptation of the pH concept suitable for Mediterranean climates and lead to a recommendation to refer to EN15251, including the option to use adaptive comfort where suitable [21–23].

Recently, a discussion about sick buildings and risks of overheating has emerged. The number of studies addressing summer comfort in nZEB in Southern Europe based on measured data is by now limited. Some extensive simulation studies find overheating risks in conventional buildings and significant improvements when going to well-designed advanced buildings [24–28]. In pH es “summer comfort can be achieved only resourcing to passive improvements, without any active cooling system;” while “with common building envelope solutions and construction materials, typically used in Portugal, simulations showed long periods of thermal discomfort for the heating season, as well as long periods of
overheating during the summer” [29]. The studies conducted in UK, Belgium and Netherlands [24–28] for different Passive House projects reported overheating periods during summer. The over focus on energy performance in nZEBs can lead to health and comfort problems. Badescu et al. reported excessive overheating hours in a Romanian case study and recommended the inclusion of active cooling systems for such high performance buildings [12]. However, the existence of various definitions of overheating and explicit indexes, including the long-term comfort indexes proposed in EN15251, are rarely used for designing buildings or assessing their actual comfort performance after occupation [30]. In this study, we consider adaptive thermal comfort standards helpful, to take advantage of the individual range of adaptive possibilities in an nZEB. This could support the application of a range of passive cooling techniques in buildings as well as the satisfaction of occupants, in coherence with EN15251 and a range of national and international analysis [31–35].

At present, the overheating phenomena in nZEB in Southern Europe is often attributed to some combination of air tightness, insulation, thermal mass, sometimes without offering in the analysis other fundamental information as: the presence or lack of solar protections, presence and quality of the connection to available passive cooling sources such as outdoor air in summer nights, soil, or sky vault at night, presence and quality of means for control of air velocity in the occupied spaces.

Finally, the nZEB uptake in Southern European countries is presently low and mostly poorly documented both in terms of energy performance and of thermal comfort and IEQ (see for comparison, the large monitoring project as EnOB in Germany [36]).

2.4. Efficiency vs. renewables threshold

EPBD requires European MS to first reducing energy needs for heating and cooling and in a second step to cover a significant fraction of those needs by energy from renewable sources on-site or nearby. In Switzerland, the authorisation to install summer air conditioning is subordinated to showing that the envelope is well designed to minimise energy needs for cooling (presence and effectiveness of solar shading with g-values optimised based on facade orientation, adequate insulation and thermal mass, as specified in SIA382), and detailed verification procedures are in place. Thus, energy efficiency is an effective policy tool and together with cost-effective energy savings they can play prime role in meeting energy, climate, and economic goals. However, many new constructions in the Southern Europe fail to take up ultra EE and renewable energy measures that are cost-effective. Investments in building renewable energy technologies seem sometimes easier to implement and communicate to occupants, investors and media. There is evidence that some building owners invest and lean towards RES due to the legal and construction barriers in investing in energy efficiency [28]. On the other side, the European recommendations for nZEB advise to include a share of renewable energy production on site (including the renewable share of heat pumps) [2]. For example, the Romanian government imposes for nZEB that at least 10% of energy is produced from renewable sources, according to the government ordinance No. 13/2016. But in dense urban areas, renewable energy sources (solar, imported biomass, etc.) have limitations regarding solar access and pollution associated with burning of biomass. For example, 70% of particulate emissions in Brussels are due to biomass burning [37]; similar problems with air pollution from biomass burning is reported in Pianura Padana, Italy and more generally described by the European Environmental Agency. Thus the optimal balance between the minimum threshold performance for EE and the renewables onsite production share for nZEB remains a challenge. The impact of these parameters varies strongly depending on energy cost, legal, environmental and construction barriers and requires long term vision that would help overcome these challenges.

2.5. Construction quality

nZEB require high construction quality through new construction technologies, sometimes high-tech components, specialised competences. To achieve nZEB levels, the use of energy efficient technologies and materials is necessary. These technologies and materials must respond to the requirements of the nZEB and satisfy the nZEB market demand. In most Mediterranean countries, there are barriers regarding the know-how of professionals and the number of architects and engineers that are able to deal with new technologies and standards [38]. For example, the Passive-On [39,40] project published a guideline for designing and construction of Passive Houses in Southern Europe and considered the construction quality a serious challenge. The Passive House Regions with Renewable Energies project highlighted the importance of
construction labor skills and their capacity of craftsmanship. Therefore, the SouthZEB project, that is an Intelligent Energy Europe (IEE) funded project, aimed to fill this gap and address the need to develop training schemes to professionals involved in nZEB building process, transferring successful practices and knowledge from front runners to target Southern EU – countries that are less advanced in this area [41]. In order to reach a level of super insulation and airtight envelope, all suppliers of construction components and builders need to adapt integral nZEB construction practices. On the other side, the standard configuration and components of high efficient buildings is most of the time designed for heating dominated climates. For example, certified high performance windows are not offered as standard with (a choice of) integrated (or easy to integrate) external mobile shading. This should be changed in order to correctly reflect the needs and challenges of summer comfort in warm countries. The details of Passive House construction depend on the local climate, the shape and orientation of the building layout, the shading situation, etc. Therefore, it is crucial to determine the expected construction quality in each individual nZEB by assessing climate specific requirements and the local socio-economic and technical limitations of construction market (labor, suppliers, producers, architects and building service engineers).

Finally, we discussed the five technical and societal challenges that need to be addressed for nZEBs in Southern Europe. Our study goes further in analysing the situation in Southern European countries regarding energy efficient new construction and refurbishment of existing buildings. Europe’s ambitious targets and the above mentioned barriers make it difficult for many Southern European member states to step up to this policy plate. Today a limited number of nZEB are properly constructed and a very small part of the existing building stock is renovated every year. The actual technical and social barriers for nZEB implementation need to be identified through a cross comparative overview in order to find solutions to shift the identified barriers into opportunities and appropriate handlers for future development.

3. Different approaches and barriers to implement nZEB in Southern Europe

Following the challenges, we present the results of interviewing national experts in the seven investigated countries namely, Cyprus, France, Greece, Italy, Portugal, Romania and Spain, for which we could have access to representative information and insights. The meta-analysis is summarized in Table 2 providing a summary of nZEB status in Southern Europe. The following sections, present valuable and representative findings on the implementation approaches of nZEB. The complete results are presented and can be found in the final extended study report [42]. Then, we summarize the common barriers found in the 7 Southern Member EU States.

3.1. Cyprus

- The climate of Cyprus can be described as intense Mediterranean with hot dry summers from mid-May to mid-September with temperatures rising as high as 40 °C. Cyprus has changeable mild winters from November to mid-March, separated by short autumn and spring seasons with rapid changes of weather (see Fig. 4).
- The actual PE consumption for space heating for residential buildings in Cyprus is nearly twice the PE consumption for space cooling [44]. Experience, with energy performance certificates, shows that a heating demand performance level of 5kWh/m².a is possible to achieve.
- The nZEB concept introduced by the EPBD recast in 2010 provides a major challenge for Cyprus. Considering the fact that the first legislation regarding the energy performance of buildings (first introduced in 2007) and the Energy Performance Certification (EPC) of buildings (introduced in 2010) is relatively new [45].
- Retrofitting towards nZEB is practically non-existent, due to the high initial investment costs compared to the actual savings in energy costs in relation to the building’s lifetime [46]. This makes such an investment financially infeasible for a private investor. Therefore, the costs for retrofitting towards nZEB were subsidized by the state.
- Despite a few drawbacks, the legislation and regulations regarding the nZEB in Cyprus are quite firm and on the right track. However, no legislation or regulations exist regarding the thermal comfort in buildings. The majority of construction engineers take into consideration the ASHRAE 55 standard whenever needed. Most of the time, no strict thermal comfort calculations are applied, neither in the standard building designs nor in nZEB.
- Given the fact that legislation and regulations regarding the energy performance of buildings calculation methodologies are relatively new, it is quite evident that practical experience and know how is still missing.
- Currently, the main problems are related to poor application of thermal insulation, humidity condensation and mold growth, airtightness issues and integration of renewables, especially in combined systems.

3.2. France

- France dominant climate regarding the Köppen-Geiger classification is mainly temperate and more especially classified as fully humid with warm summer (Cfb). The Mediterranean Sea area present low precipitations and hot summer (Csa) or warm summer (Csb). The French building standard divides the country into three main zones for winter (heating period): H1, H2 and H3, and four summer areas (non-heating period): a, b, c and d (see Fig. 5).
- France is facing a paradigm shift; moving from a pure energy approach with the RT2012 to an environmental assessment approach with Life Cycle Assessment (LCA) for the new building thermal regulation entitled RE2018 and RE2020.
- RE2018 promotes Positive Energy Buildings (BEPOS Bâtiment à énergie positive), targeting all building consumptions (energy use, including electrical households, computers etc. and not just ’conventional’ consumption), and will strive to balance building energy consumption from non-renewable resources with from renewable energy resources (future energy mix, including renewable electricity) [48].
- The new regulations sets a standard for Low Carbon Buildings, taking into account the environmental impact of building material selection, construction and operation, including energy systems, greenhouse gases emissions also considering transport means used to access the building. This both approaches allow defining a label E+C− (Energy positive and Low Carbon) several levels of graduation that is being tested.
- Designers should be committed in the way to passive cooling, playing on optimizing the bioclimatic design indicator entitled: Bbio, which addresses compactness, windows surfaces, orientation, thermal inertia, airtightness etc. Single-family and multiple-family dwellings should be designed without using ‘active’ cooling systems. [48].
- The French building thermal regulation RE2018 will be based on standard EN 15251 concerning the adaptive comfort and ISO 7730 standard with a focus on summer comfort.
- With the BEPOS label, French regulations seek to maximize the rate of onsite photovoltaic production.
Table 2  

<table>
<thead>
<tr>
<th>Legislation</th>
<th>Cyprus</th>
<th>France</th>
<th>Greece</th>
<th>Italy</th>
<th>Portugal</th>
<th>Romania</th>
<th>Spain</th>
</tr>
</thead>
<tbody>
<tr>
<td>Definition nZEB available</td>
<td>Yes</td>
<td>No</td>
<td>Not a concrete one (leg. 4122/2013)</td>
<td>yes</td>
<td>yes, National Plan is in place</td>
<td>no</td>
<td>no, under development</td>
</tr>
<tr>
<td>Min. threshold set</td>
<td>Yes</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
</tr>
<tr>
<td>Subsidy Retrofitting towards nZEB</td>
<td>Yes (75% max 25,000€)</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>n/a</td>
<td>n/a</td>
<td>Yes, ex. projects FARO RE, REMOURBAN Re, PublicZEB ECOCITY</td>
</tr>
<tr>
<td>Min. Energy Efficiency</td>
<td>100a</td>
<td>70–110</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
</tr>
<tr>
<td>PE use intensity kWh/m².a</td>
<td>125b</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Min. perf. threshold heating demand</td>
<td>15c</td>
<td>no</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
</tr>
<tr>
<td>(kWh/m².a)</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Min. perf. threshold cooling demand</td>
<td>No</td>
<td>Temp. not below 26 °C for air-conditioned buildings (R 131-29 of Law n° 2007-363)</td>
<td>no</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
</tr>
<tr>
<td>(kWh/m².a)</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Life Cycle Assessment CO₂</td>
<td>No</td>
<td>no</td>
<td>no</td>
<td>no</td>
<td>no</td>
<td>no</td>
<td>no</td>
</tr>
<tr>
<td>Airtightness</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
<td>No</td>
</tr>
<tr>
<td>Heating Cooling Balance Natural ventilation possible</td>
<td>Yes, not taken into account in calculations. Not suitable in the south coast due to excess humidity levels</td>
<td>Yes, even obliged passive cooling using optimizing Biod.</td>
<td>no defined yet</td>
<td>yes</td>
<td>yes</td>
<td>no defined yet</td>
<td>yes, but not in Southern Spain</td>
</tr>
<tr>
<td>Technical System Min. performance</td>
<td>According to the EU Directive Energy related Products (2009/125/CE)</td>
<td>no defined yet</td>
<td>yes</td>
<td>yes</td>
<td>yes</td>
<td>yes</td>
<td>yes</td>
</tr>
<tr>
<td>requirements</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Table 2 (Continued)</td>
<td>Cyprus</td>
<td>France</td>
<td>Greece</td>
<td>Italy</td>
<td>Portugal</td>
<td>Romania</td>
<td>Spain</td>
</tr>
<tr>
<td>---------------------</td>
<td>--------</td>
<td>--------</td>
<td>--------</td>
<td>-------</td>
<td>----------</td>
<td>---------</td>
<td>-------</td>
</tr>
<tr>
<td>Thermal Comfort Limits</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Climate Zones</td>
<td>1</td>
<td>H1a</td>
<td>A</td>
<td>A</td>
<td>1</td>
<td>1</td>
<td>a3</td>
</tr>
<tr>
<td></td>
<td>2</td>
<td>H1b</td>
<td>B</td>
<td>B</td>
<td>2</td>
<td>2</td>
<td>A3, A4</td>
</tr>
<tr>
<td></td>
<td>43</td>
<td>H1c</td>
<td>C</td>
<td>C</td>
<td>3</td>
<td>3</td>
<td>B3, B4</td>
</tr>
<tr>
<td></td>
<td>4</td>
<td>H2b</td>
<td>D</td>
<td>D</td>
<td>4</td>
<td>4</td>
<td>C1, C2, C3, C4</td>
</tr>
<tr>
<td></td>
<td></td>
<td>H2c</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>D1, D2, D3</td>
</tr>
<tr>
<td></td>
<td></td>
<td>H3</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>E1</td>
</tr>
<tr>
<td>Overheating risk</td>
<td>Yes</td>
<td>Feedback in progress for hotter climatic zones</td>
<td>There is high overheating risk in case of not proper design of ventilation and building insulation. yes, adaptive comfort model based on EN15251 and ISO7730</td>
<td>yes (20,000 deaths)(^{(a,b)})</td>
<td>yes, high risk (also high winter mortality)</td>
<td>yes, pH es is over 5%</td>
<td></td>
</tr>
<tr>
<td>Thermal comfort Standard</td>
<td>No</td>
<td>yes, adaptive comfort model based on EN15251 and ISO7730</td>
<td>yes, PMV and PPD from ISO 7730:2005, and prescriptions on surface and interstitial condensation from EN 13788</td>
<td>yes, adaptive comfort model based on ASHRAE ST 55 AND EN 15251</td>
<td>yes, ISO 7730, EN15251 preliminary study done on adaptive comfort</td>
<td>yes, indoor limits based on Fanger model and ISO 7730</td>
<td></td>
</tr>
<tr>
<td>Efficiency vs Renewable Threshold RES (%)</td>
<td>25%</td>
<td>For RT2012: minimum of 5 kWh/m(^2)-year of Renew. Energy production of maximum of 12 kWh/m(^2)-year PV generation in order to avoid To integrate PV on energy wrecks</td>
<td>no</td>
<td>no</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Construction Quality available materials</td>
<td>low</td>
<td>yes</td>
<td>low</td>
<td>low</td>
<td>medium</td>
<td>no</td>
<td>medium</td>
</tr>
<tr>
<td>available knowledge</td>
<td>low</td>
<td>medium</td>
<td>low</td>
<td>low</td>
<td>low</td>
<td>low</td>
<td>low</td>
</tr>
</tbody>
</table>

\(^{(a)}\)Residential buildings.
\(^{(b)}\)Nonresidential buildings.
\(^{(c)}\)For cooling and heating.
\(^{(d)}\)Unless noise restrictions.

\(^{1}\)However, numerical indicators are not exactly stated and they depends on several variables including technical viability, climate, type of construction, traditions, etc.

\(^{2}\)Numerical indicators are not exactly stated and they depends on several variables including technical viability, climate, type of construction, etc.

\(^{3}\)Level “Carbon 1” overall impact of the building (building + operation) and Level “Carbon 2” impact of the construction only (non-operating).

\(^{4}\)The new regulations will be based on several possibilities: 1) A single global threshold (building + operation) - 2) An overall threshold + GES threshold on the envelope (construction). Residential Individual houses: 700–800 kg CO\(_2\)/m\(^2\); Residential collective dwellings: 850–950 kg CO\(_2\)/m\(^2\); Thresholds differentiated according to energy.

\(^{5}\)Designers should be committed in the way to passive cooling, playing on optimizing Bio (compactness, windows surfaces, orientation, thermal inertia, airtightness ...). The single-family homes and multiple dwellings of Housing should be designed (unless special noise exposure), without using 'active' cooling systems (CE1 Class).

\(^{6}\)The installed renewables peak power should be higher than \(P = 2 \times [W/m^2] \times 5 \times [m^2]\) where 5 is the area of the footprint of the building.

\(^{7}\)The health consequences of the combination of high temperature and low quality building envelopes were quite heavy with 20,000 deaths in summer 2003 [52].
3.3. Greece

- Based on the Greek Regulation for Energy Efficiency of Buildings, issued as the Ministerial Decision Official Gazette Bulletin B’ 407/09-04-2010 4 different climate zones (A, B, C and D) are defined based on heating degree days (HDD) dividing the country in 4 regions. Climate Zone A corresponds to regions in South Greece, whereas Climate Zone D to regions in Northern Greece.
The rest of the regions are classified respectively to Climate Zone B and C. Fig. 6 presents the climate zones in Greece [49].

- The current status of nZEB adaptation in Greece is at an early stage. So far no performance thresholds and concrete definitions for nZEB are set. In most of Greece, it is most likely that the heating demand is relative low in nZEB compared to the cooling demand.
- The minimum energy efficiency threshold regarding nZEB has not yet been defined either regarding end use or PE. Moreover, no thresholds have been defined for CO2 emissions.
- There is no record of nZEB renovations of the residential buildings in Greece.
- The guidelines for the construction and the full renovation of existing buildings are developed based on European standards. They are defined in the Regulation for Energy Efficiency of Buildings, which was issued in 2010 [50].
- Legislation on thermal comfort is based on the European standard EN 15251, which includes the adaptive comfort model for the design and construction of nZEB. The comfort levels set through legislation in Greece refer to the combination of temperature and relative humidity during summer and winter time. The levels are different based on the use and function of the building.
- Until now no indicators for the use of RES in nZEB are set in Greece. Solar energy is the most used and considered as the most effective RES technology. However, the main barrier for greater uptake in urban areas is cost and the lack of space for solar access; especially in multi-family buildings.
- A major concern for the development of nZEB in Greece is the construction quality, while the construction material market lacks high-tech components and new construction technologies. More importantly, building professionals lack the know-how of the design and construction of nZEB.

3.4. Italy

- In Italy, a nZEB is defined as a building which has a better performance (in terms of energy needs for heating and cooling, total PE demand – RES – ...) than a baseline (virtual) building, which has the same shape, function, window/wall ratio and specified baseline properties (e.g. U value, g-value, ...).
- Some of the set properties of the baseline building (e.g. U-value) depend on surface-to-volume, so there is no explicit fixed value in kWh/(m² a) for being classified as a nZEB. The baseline U-values are higher than those recommended for pH certification (0.15 W/m²K) and there is no explicit requirement on air-tightness. In general, the baseline building results to have energy needs for heating higher than a pH [21].
- The requirements for a retrofitted building to be labeled as nZEB are essentially the same as for a new building according to the Decreto 26 giugno 2015. Night ventilation during summer is generally an effective cooling strategy in the Italian climates, while external temperature is relatively low. Residential buildings in rural and quiet urban areas can rely on natural ventilation, which could be ameliorated by openings and windows design. However, in part of the urban areas, due to noise and pollution, nocturnal natural ventilation in residential buildings might need to be substituted by mechanical ventilation, thus requiring a sizing of the ventilation system to achieve higher ACH that would be required for winter alone. Tertiary buildings, not occupied at night, might
profit in summer and mid-seasons of natural night ventilation to evacuate solar and internal gains irrespective of their location, with the addition of some simple anti-intrusion protections at windows.

- The risk of overheating might be relevant throughout the country for newly built nZEB in case their energy concept would be simpIistically borrowed from northern design experience and no night ventilation (or other connection to cool sources) is applied. Nevertheless large improvements in the ability of the building fabric to decouple interior from exterior conditions is highly needed. The health consequences of the combination of high temperature and low quality building envelopes are quite heavy [52–54].

- The energy needs for cooling are expected to grow in the coming decades due to climate change, unless significant improvements of the envelope of existing buildings and passive cooling measures for buildings and cities are applied [55–57]; this increase in energy needs for cooling is even expected in high performance buildings [35].

- Small and Medium Enterprises (SMEs) working in the Architectural, Engineering and Construction (AEC) industry in Italy cannot sustain very high capital investments; they have difficulties to access loans, have low technological expertise and do not strive towards internationalisation or technological innovation. Often architects and building engineers do not have a comprehensive understanding of modern adaptations and improvements of passive techniques and available innovative technologies they could apply in their building designs in relation to climatic classification (Fig. 7) [58].

3.5. Portugal

- The Portuguese regulation [59] has been adapted with the EPBD recast updates and presents a definition for nZEB in which an nZEB is a building that uses the cost-optimal solutions for the envelope and where the renewable energy harvested on-site or nearby is used to fulfil a significant part of the remaining energy needs.

- The definition of nZEB is not yet complete, the current regulation does not present any specific requirements for nZEB rehabilitation and there are no specific renovations towards nZEB.

- The pH Standard is not considered to become a reference in Portugal mainly because of its dependence on mechanical ventilation with heat recovery and high airtightness of the building envelope. The mild winters in a significant portion of the country, makes the investments in the pH requirements most of the times not cost-effective when considering heating costs only.

- Recent studies documenting the thermal performance of vernacular architecture in Portugal [60] and the overheating risk using the heating gains coefficient [61] as provided in the current thermal regulation [59], demonstrate that it is possible to achieve indoor thermal comfort by passive means and by the occupants’ action during the summer period (see Fig. 8).

- The National Laboratory of Civil Engineering (LNEC) has developed an adaptive model of thermal comfort [63], which is an adaptation to the Portuguese context of the model specified in the ASHRAE Standard 55 [64] and EN 15251 [15].

- Occupants may tolerate (under wider comfort conditions) broader temperature ranges than those indicated in current standards, in particular in the heating season; the external temperature has strong influence on the occupants’ thermal perception/sensation [65].

- Portugal is consistently identified as the country with the highest number of excess winter mortality in Europe [66,67].

- In the case of existing buildings, the transition to nZEB introduces additional constraints for the control of overheating risks. The solar orientation, the organization of the internal spaces and the window-to-floor area ratio are difficult or impossible to optimize in Portuguese cities limiting the scope of passive building design elements to work with.

- Portugal’s PV sector is mainly driven by small installations, namely micro and mini installations. Since 2014, significant cuts were made in the feed-in tariff (FIT) for these types of installations, and the aim is to bring micro and mini generation FIT prices down to market prices. The main incentive is now given to the self-consumption regime, by the elimination of almost any bureaucracy to allow its installation.

- The climatic conditions, the economic constraints and the cultural habits, all point to the use of low tech instead of high tech nZEB solutions.

- The nZEB integrated project delivery approach and the knowledge of the exigencies of designing a nZEB is not common for architects and engineers in Portugal which will lead in many cases to inefficient solutions, non-optimized buildings and higher costs due to extra measures for integration of energy efficiency measures and renewable energy systems [68].

3.6. Romania

- Many southern regions of Romania can be associated with the Southern climate of Europe (Fig. 9). The temperate-continental climate of Romania consists of hot summers and relatively cold winters [69,70].

- There is no minimum threshold specified for the heating, cooling demand or total energy demand for nZEB in Romania [71]. There is no nZEB renovation in Romania so far.

- Nearly zero heating demand is difficult to reach in most Romanian cities. In Romania, high airtightness values make sense in order to reduce heat losses associated with air changes, losses which can reach between 15 and 50% of total losses in conventional buildings [72].

- The standard ISO 7730-2005 is presently adopted in Romania [73]. It contains the Fanger model PMV-PPD. Supplementary to ISO 7730; EN 15251 describes shortly the concept of adaptive control (for HVAC system) and also establishes the equations of checking the indoor temperature in conditions of natural ventilation. Preliminary studies on the adaptive comfort model have already been done in Romania [73], including the overheating risk for pH es, which is over 5% in free-running conditions of summer in Bucharest area [74].

- The Romanian supply chain for construction material and products market is still highly fragmented with different despaired product performance categories and qualities, which makes it difficult for building engineers to select high quality nZEB components. A local standardization of the products quality is needed to break up some monopolistic practices in combination with access to high quality products at an affordable price.

3.7. Spain

- The definition and regulation for nZEB in Spain are expected to come out in 2018. According to the last modification of Spanish regulation [75], every building which satisfies the minimum requirements of the current technical building code is considered nZEB. However, the upcoming update of the Spanish technical building code (CTE) has not been published yet and for now, there is only a draft of the future building energy indicators [76].

- One of the major challenges of nZEB implementation in Spain is the large differences between the climate zones. This requires a set of indicators that permit evaluating different approaches to achieve nZEB in Spain’s varying climate. Spain is a country that includes many different climatic zones (see Fig. 10). Depending
on the altitude, the climate applied to particular towns may differ from the climate of the region.

- The barriers of nZEB implementation are due to the slow development of a definition and the difficult economic market situation.

- At present, the thermal comfort in Spanish buildings is based on Fanger’s PMV-PPD model [77] and it does not consider the adaptive potential of EN15251. The risk of overheating in Southern Spain is high, mainly because the night temperatures during most part of summer are not low enough for natural ventilation [78].
Regarding energy building renovations, large socio-economic barriers are limiting the progress of deep renovations in residential sector. nZEB deep renovations are technically feasible and following examples are a proof for that: FARO REMOURBAN project in Valladolid [79], Re_PublicZEB in Catalonia [80] and ECOCITY in Vitoria-Gasteiz [81].

3.8. Barriers of nZEB implementation in Southern Europe

The 2016 European Energy Efficiency Directive requires that MS draw up national plans for increasing the number of nZEB and develop policies and take measures to stimulate the transformation of buildings that are refurbished into nZEB. According to the review results these are perceived as challenging targets and many MS are finding it difficult to match them. Southern European countries have their own technical and societal barriers, beside the economic barriers including fuel poverty that lead to a low implementation rate of nZEB and the status of high performance renovation is poorly documented [4,82–84]. There are strong barriers for nZEB in the residential sector that play a significant role in the housing sector. We highlight below the most arduous barriers identified from the study.

- The first common barrier that appeared from the study is related to the particularity of geography and climate in Southern Europe. The climate in Southern European cities presents hot summer, intense solar radiation, recurrent heat waves and exacerbation of urban heat island effect due to climate change. The apparent...
temperature thresholds and solar radiation in the Mediterranean cities are high. Design and construction practice has generally failed in the last decades to merge the new construction material and components with the consolidated bioclimatic concepts of solar shading, thermal mass and night ventilation. Design and construction skills of bioclimatic design have been mostly lost and summer comfort is objectively difficult to evaluate quantitatively and to grasp intuitively due to its intrinsically dynamic features [85]. The potential and limits of passive strategies are often either overlooked or overestimated, with a general lack of objective assessment and optimised design. Poor design, construction, documentation and management are widespread in the standard construction practices of last decades and are not frequent still today. As a result, many residential and service sector buildings are frequently experiencing summer conditions, which are out of the comfort ranges, whatever comfort model is chosen [86,20], and/or suffer of other discomfort issues (glare from unprotected transparent surfaces, noise form air conditioning equipment, ... ). This situation decreases the overall wellbeing and productivity of building occupants and increases their vulnerability to health problems [52,87,88], nZEB in Southern Europe need to be adaptive buildings addressing both heating and cooling seasons more properly. The lack of finding geographically and climatic (geoclimatic) adapted and performance-proofed concepts for nZEB in Southern Europe makes it very difficult to define primary energy thresholds for nZEB and minimum comfort performance requirements. The correlation between climate change and overheating risk should be further investigated [89,35]. Well-being and comfort should be the primary goals of building design but quite often, contrary to energy performance, are not explicitly and objectively specified in the design scope and hence fail to be correctly addressed in the design and construction phases. Without clarifying the above issues, performance of new construction and deep renovation will remain vague and ineffective.

• A second common barrier that appeared from the study is methodological. The methodology used to implement nZEB in Southern Europe is partly related to inappropriate use of rules of thumb or calculation-based design approaches with little feedback from performance monitoring. Most building professionals and researchers in Southern Europe overly rely on steady state simulation tools to address the design and construction of nZEB and have no links to laboratory or field measurements or real performance monitoring. Based on the interviews feedback, there is a perception among professionals and building owners/occupants in Southern countries that static or semi-static calculations based on EN standards (e.g. those generally used for drafting EPCs) represent the real consumption of buildings. In fact, EPC levels granted to buildings are just made for benchmarking purposes and quality assurance; however, they do not represent the real expected building performance and EUI. At the same time, there are very little monitored case studies for nZEB in Southern Europe that assess the dynamic behaviour of buildings in relation to energy use for active space heating and cooling and passive cooling. The EN15603:2008 and the other EN standards allow for the calculation of energy needs for heating, cooling and hot water and energy use for lighting and ventilation of new buildings and retrofits. The relatively simple use of stationary or semi-stationary calculation tools makes it seem possible to achieve nZEB in Southern European cities. However, those calculation tools are often used as design tools with high confidence of the building performance after construction [85,86] without an estimate about the degree of uncertainty deriving from uncertainties in the input values (outdoor weather file often outdated or not pertaining the exact location under study, building material properties, effectiveness of controls, effect of occupants behaviour, approximation of the software algorithms and of the geometrical description of the building,...). Comparison of the monitoring results shows that some nZEB do not perform adequately in terms of summer comfort [89] similarly to many of the conventionally designed buildings. Interpretation offered for the discomfort experienced in part of the nZEB were pointing at different ventilation and shading control patterns by the occupants [90–92]. Even though Schnieders [93] found that in pH buildings “the peak heating and cooling loads where also less pronounced and internal temperature fluctuations were lower regardless of whether active cooling was applied” he also warned that “it is important to note that the differences in climates and the effects of individual building parameters are so large that a dedicated energy balance must be set up for every pH . The use of standard values for different buildings is not appropriate” [93]. This supports the hypothesis that the energy gap and overheating risk are possibly related to theoretical design approaches that are based on an improper use of calculation methods with an overreliance on the numerical results without a critical view which includes an estimate of uncertainties. A better communication on the role of EPBD calculations and EPCs is further needed.

• Lastly, national and local authorities in Southern European countries often lack local governance and a national strategy to create an infrastructure for nZEB implementation. One of the main barriers to nZEB market uptake is the weak human infrastructure. By human infrastructure we mean:

i) local authority officials dealing with buildings permits and energy performance certification,

ii) building professionals/researchers dealing with the design and constructions process,

iii) and industrial stakeholders dealing with products manufacturing and supply.

In many cases, local authorities are not in contact with local research centres to deepen their understanding of nZEB and their implementation requirements. As a consequence, little effort has been done to provide local guidelines for nZEB procurement. The strong climate variation in some countries requires flexible and regional climate performance requirements for nZEB. For example, the heating and cooling balance in Northern Spain is not the same as in Southern Spain. For the nZEB definition, descriptive parameters should be clearly identified, but their mandatory target values should be carefully tuned to the individual climates. In this context, many local authorities are not prepared to lead this transition. Also many building professionals cannot lead the nZEB implementation process from design to construction to meet the expected market demand [58,92]. Even architects and engineers who opt to comply with the pH standard face serious challenges with implementation due to the lack of vocational training and capacity building for nZEB. There are several multidisciplinary actors that should be involved in nZEB implementation and not only engineers, adding to the complexity of the process. In many investigated cases, there are no national or regional strategies to empower consultation, builder’s skills and construction services for new and renovated nZEB. Most contractors in the South are far away from nZEB best practices and technical construction accuracy. Finally, the construction industry is not prepared with experience and products to deliver and supply the expected market demand. The sustainability business is fundamentally based on local industrial infrastructure of systems, products and national energy mix. In relation to the first barrier, most national industries in Southern European countries, are, on average, not well positioned to cater for high-tech buildings requiring innovative products, systems and solutions aligned with the national energy mix and carbon emission reduction targets. So, overall, the top down legislation framework and targets
set by the European Directives were insufficient to stimulate the development of a national and local bottom up environment of human and industrial infrastructure to carry out the transformation of building practices. The above difficulties and barriers should be successfully addressed as a prerequisite condition for allowing the construction of a successful set of new nZEBs and for achieving the deep renovation of the existing buildings stock in Southern European Countries, which form more than one third of the EU total building stock, [94].

4. Discussion and conclusion

After presenting the results of our meta-analysis above, we would proceed to discuss the outcomes of our research. In this section, we identify the key study findings and developed a series of recommendations towards a higher market uptake of nZEB in Southern European Countries for new construction and retrofits. The market of nZEB in Southern Europe is in the predevelopment phase. The next step of the market development process would be the take-off phase before the acceleration phase and finally reaching the stabilization phase. In order to balance the presented overview on the current state of implementation of nZEB and their technical and societal barriers, we present a group of recommendations. The recommendations can provide future perspective for policymakers, funding agencies (including the national banks and the European Investment Bank) and building stakeholders, with regard to the transition phases and development of nZEB. The following discussion highlights the key study findings and elaborates on the study strength, limitations and future work.

4.1. Study findings

Our assessment indicates that three main technical and societal barriers impede the market uptake of nZEB in Southern Europe. We think that the introduction of the EPBD, EPCs and the nZEB performance target and regulations happened fast for most Southern countries which did not manage to keep the pace to build up local knowledge and infrastructure, given the parallel budget restrictions under the Maastricht rules. This is an alarming conclusion, because if we add up to those barriers the financial barriers related to the cost-optimality, which are out of this study scope, we can confirm that the Southern European countries are likely not to be ready for an effective successful implementation of the nZEB target. Obviously, there is a lack of understanding of nZEB’s performance in Southern Europe, disparity in the use of performance indicators, and the dependence on a virtual calculation approach that is not based on an experimental approach of building monitoring. As a consequence, there are no clear functional concepts of nZEB that can help to set up a definition and implementation strategy. The use of static calculation-based design approach is insufficient in a cooling and heating dominated region. However, we believe that the root cause of those barriers is the lack of sufficient funding of human infrastructure which is namely the:

i) procurement officials and technical staff in local authorities,
ii) building professionals/researchers and
iii) research and technical staff in industrial stakeholders in most Southern European countries.

Ironically, the European Union, the European Investment Bank and national governments in Southern Europe focus on supporting and financing the implementation of nZEB without focusing on the enforcing and enabling human infrastructure (problem root cause) that should understand and define nZEB’s performance before carrying them out.

4.2. Study recommendations

In Southern Europe, the challenge of embracing the nZEB concept is technical, societal, and organizational before being economic. The nearly-zero energy target is a good idea to improve the IEQ and EE of new buildings and the existing building stock. According to our interviewed experts, Southern European MS are looking to embrace this target. However, the challenge remains on how to reach it. As part of this paper’s scientific contribution, we classified and grouped a series of recommendations under five major topics. This includes suggestions for nZEB performance threshold in Southern Europe’s MS.

4.2.1. Technical development

A prerequisite for any technical should be based on a common regional framework and terminology. We recommend a systematic use of EN/ISO definitions of energy levels (see Fig. 2) in both technical and policy documents in order to facilitate the work and reduce costs of design and construction firms. MS should make clear and explicit requirements for low energy needs for heating and cooling in their national implementation of the nZEB concept. Reaching nZEB requires that we change our rules of thumb and design assumptions of the real potential of bioclimatic architecture and passive design in mixed-mode and cooling dominated climates. We need new and different concepts that are geoclimatically developed respecting climate sensitivity and avoiding overheating risks. This includes developing the definitions and performance requirements for nZEB in Southern Europe. As part of our research, we present in Table 3 some performance threshold suggestions for nZEB in Southern Europe’s Member states. We suggest the minimum EE and RET production across the investigated countries. Table 3 lists the suggested performance thresholds based on the input provided by national experts. In complementarity with Table 3, we recommend using the adaptive comfort model EN 16798-1, formerly known as EN 15251, in all Southern Countries. We need to develop nZEBs that are energy efficient and also healthy, comfortable and that meet relevant IEQ requirements. We advise MS to continue developing national adaptive comfort requirements backed by field measurement and surveys in relation to fuel poverty. It is substantial to reach a consensus on the definition of nZEB for new and retrofit of existing buildings among Southern European member states.

According to Table 3, there is a disparity between the different suggested energy need thresholds mainly for cooling ranging from 5 to 100 kWh/m².a. This means that the energy needs for cooling remain significant in Southern Europe. Therefore, we recommend predisposition elements for passive cooling systems or efficient active cooling systems and integrate them in the design as backup systems for extreme heat periods. With climate change, Southern Europe will be exposed to intense and longer heat waves. After having reduced solar and internal gains, integrating passive cooling systems, such as ground exchangers, evaporative cooling, night sky radiation or correctly sized efficient active cooling, in the current nZEB definition and design is better than avoiding it and leaving users to do it themselves. Potential and limits of passive cooling strategies should not be either overlooked or overestimated, but rather be subject to careful and uncertainty-conscious design and monitoring-based assessment, in order to objectively face the challenges created by climate change, dense urbanisation, noise pollution, air pollution and population ageing.

4.2.2. Organizational – harmonizing and sharing

We need to harmonise actions between Southern Countries. The advantage of Southern European countries is that they consider the knowledge transfer between the MS as a mean to cross many barriers associated with nZEB implementation. The creation
of an nZEB observatory for Southern Countries will help to create a database of monitored nZEB. EPCs and monitored data on real case studies needs to be collected, quantified and better shared. This can help in generating and consolidating regional knowledge and expertise taking stock from the Northern strongly influenced concept of nZEB, but enriching and adapting it to the variety of southern climates. Also, we should take into account European building related standards and norms, in order to address indoor environmental quality and the environmental impact assessment of materials. Private rating systems and standards, such as the pH, LEED, DGNB and BREEAM or others, can also encourage the holistic design/build/operate approach through integrated project delivery processes, which is very important to foresee the future regulations related to well-being and environmental product declaration. We should consider the knowledge transfer between Southern MS as a good starting point to increase the knowledge uptake and accelerate the implementation of nZEB.

4.2.3. Organizational – infrastructure

On the organisation level, we recommend to take strong action for developing the needed human and industrial infrastructure for nZEB implementation. The empowerment of scientists, professionals, industrial stakeholders, policy makers and local authorities in Southern Europe makes them able to embrace the new transition. For example, we recommend empowering building researchers and allowing them to develop monitoring based concepts and definitions of nZEB and long term case study analysis and reasoning [58]. This includes the generation of new weather files (using recent hourly climate series and simulations of future climate with regional models [35]), climate comparisons, guidelines for passive cooling and efficient active cooling systems, grid interaction models and prepare for the following deep renovation challenge. This step involves creating an industrial strategy to empower the local industry to produce and supply buildings with ultra-efficient products and materials. We need new and different building design concepts that are geoclimatically developed respecting climate sensitivity and technological state of progress. Locally or regionally manufactured building components, products and materials should lead the market transformation.

4.2.4. Legislation and enforcement

Legislation should be based on an evidence-based policy strategy. Legislation must require permits and certification for renovation as well as new constructions which are capable to trace the renovation status, which is presently subject to extreme uncertainty, and building stock energy performance. This includes ensuring quality of construction works through quality checks, compliance procedures and proper commissioning. A project like QUALICHECK is a very good start to achieve the reliability of EPC declarations and the quality of the works [95]. The project ensures better enforcement and refurbishment in the frame of the revised EPBD, to create regulatory conditions to ensure better IEQ. This can also be achieved by ensuring regular inspections and continuous commissioning of passive systems and technical building systems of nZEB to maintain the envisaged IEQ parameters, EE, and RES production. This work should be tackled on a Pan-European level to unlock the relation between tenants and owners and support the acceleration of renovation rates.
4.2.5. Educational – awareness

More attempts are needed to raise the awareness about energy neutral buildings and to discuss the strategic approach of SMES to develop a suitable conceptual model for nZEB in Southern Europe. Professional education can bring advanced concepts and technologies to SMES. We recommend better preparing the building professionals and providing vocational trainings while simplifying the design and construction process of nZEB. This includes educating professionals and one shop service providers and builders. Networking and awareness rising can bring various forms of strategic alliances, in addition, a strategic framework for improving nZEB quality and profitability for SMEs.

Regarding citizens, the rate and depth of renovation will increase when the added value (ecological and economical) will seem obvious to tenants and owners. In parallel, we suggest creating cooperatives with a focus on renovation service to members to provide strong direction towards deep renovation and to bring capital and investments for middle and large nZEB renovation projects. Evidence suggest that a part of the solution to speed up the uptake of nZEB and renovation process is to make energy neutrality of buildings desirable, and to use it as a self-esteem and social status perspective [58,96].

4.3. Study strengths, limitations and future research

The methodology used in this paper was based on interviewing national experts from seven South European countries. We tried our best to find representative experts, however we focused mainly on researchers coming from national research institutions such as universities and research centres. In this case, the statistical representation cannot be claimed. The overview provided by experts is therefore prospective and our analysis and recommendations are experience based working hypothesis but need to be enriched and confirmed with further analysis. However, this study aims at covering a lack of cross comparison on the current trends and state of nZEB implementation in Southern Europe. This is very important because Southern Europe’s buildings stock represent more than 33% of the European total residential building stock. Our identification of the main barriers of nZEB implementation and market uptake status identifies a common pattern in Southern Europe, which is in line with other studies including the ZEBRA2020 project [97]. We believe that we are in a transitional phase and facing new phenomena of building transformation and creation in Southern Europe. Therefore, we created an overview and adopted a critical approach to better understand nZEB and their implementation and more importantly, encourage the development and set up of local and climate adaptive models and concepts of nZEB. The strength of the study relies on its findings that reveal a misunderstanding of nZEB, regarding their energy and comfort performance in Southern Europe, and the lack of essential analysis of the nature of nZEB in Southern Europe. At the same time, the study suggests new recommendation and performance requirements that can help in supporting the decision making on a European and national level. Policy makers and funding agencies should respond accordingly and recognize that a full infrastructure needs to be deployed in Southern Europe, adequate to the urgency of the 2020 deadline. At present, nZEB in Southern Europe are to a certain extent more a research object than an actual implementation issue, which imposes new obligations on policy makers and funding agencies.

The next step for this research will be the cross comparison of representative low-tech and high tech nZEB case studies in Southern Europe. We aim also at including other countries in Southern Europe. We hope that the future work will start with the development of nZEB proofed concepts and definition to derive recommendations and strategies for the building industry in order to move to the large scale implementation and accelerate the market uptake of nZEB.

References


